
2" COUPLING 
WITH 2" SQUARE
PLUG

TYPICAL STRADDLE BLOCK
WITH PIPE CLAMPS

12"MIN.

12"MIN.

2" G.I.P.
TEST
ASSEMBLY

TYPICAL 8" 
BLOWOFF ASSEMBLY

CITY OF PORTLAND
TYPE BOX COVER

( MINIMUM OF TWO)

"MEGALUG"

8" GATE VALVE

8" PVC ASTM D-3034
LENGTH AS REQUIRED

2" GALV. PIPE 2" ELBOW

8" M.J. PLUG WITH
2" THREADED TAP
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